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1. Floor or Wall Assembly — Min 8 in. (203 mm) thick reinforced lightweight or normal weight (100-150 pcf or 1600-2400 kg/m3) concrete. Floor
assembly may also be constructed of any 8 in. (203 mm) thick UL Classified hollow-core Precast Concrete Units*. Max diameter of opening is 5 in.
(127 mm).

See Precast Concrete Units CFTV) category in the Fire Resistance Directory for names of manufacturers.
2. Chase Wall — (Optional) - The through penetrant (Item 3) may be routed through a fire-rated or non-rated single, double or staggered wood

stud/gypsum board chase wall. Depth of chase wall to be min 1 in. greater than the diameter of the through penetrant. The chase wall shall be
constructed to include the following construction features:

A. Sole Plate — Nom 2 by 4 in. (51 by 102 mm), 2 by 6 in. (51 by 152 mm) or parallel 2 by 4 in. (51 by 102 mm) lumber plates, tightly butted.
Diam of opening is to be max 5 in. (127 mm). As an alternate, the opening may be square-cut with a max dimension 1 in. (25 mm) greater
than the diam of the pipe. Plates may be discontinuous over opening, terminating at two opposing edges of opening. Max length of
discontinuity to be 1 in. (25 mm) greater than diam of through penetrant. When lumber plates are discontinuous, nom 1-1/2 in. (38 mm) wide
No. 20 gauge (or heavier) galv steel plates shall be installed to connect each discontinuous lumber plate and to provide a form for the fill
material. Steel plates sized to lap 2 in. (51 mm) onto each discontinuous lumber plate and secured to lumber plates with steel screws or
nails.

B. Studs — Nom 2 by 6 in. (51 by 152 mm) or double nom 2 by 4 in. (51 by 102 mm) lumber studs. Nom 2 by 4 in. (51 by 102 mm) studs are
allowed for through-penetrants (Item 3) not exceeding nom 2 in. (51 mm) diam.

C. Gypsum Board* — Min 1/2in. thick gypsum board.
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3. Through Penetrants — One metallic pipe or conduit to be installed concentrically or eccentrically within the firestop system. Annular space
between pipe or conduit and edge of opening to be min 0 in. (point contact) to max 7/8 in. (22 mm). Pipe to be rigidly supported on both sides of
floor assembly. The following types and sizes of metallic pipes or conduits may be used:

A. Steel Pipe — Nom 4 in. (102 mm) diam (or smaller) Schedule 10 (or heavier) steel pipe.
B. Iron Pipe — Nom 4 in. (102 mm) diam (or smaller) cast or ductile iron pipe.
C. Conduit — Nom 4 in. (102 mm) diam (or smaller) steel electrical metallic conduit or rigid steel conduit.
D. Copper Tubing — Nom 4 in. (102 mm) diam (or smaller) Type L (or heavier) copper tubing or Regular (or heavier) copper pipe.

4. Fill, Void or Cavity Materials* - Sealant — Min 1/2 in. (13 mm) thickness of fill material applied within the annulus, flush with top surface of floor or
sole plate and bottom surface of floor. An additional 1/2 in. (13 mm) bead shall be installed at penetrant/concrete interface on bottom surface of
floor.
HILTI CONSTRUCTION CHEMICALS, DIV OF HILTI INC — FS-ONE MAX Intumescent Sealant

* Indicates such products shall bear the UL or cUL Certification Mark for jurisdictions employing the UL or cUL Certification (such as Canada),
respectively.
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